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Continuous
Commissioning®’

ous Commissioning is the process
ing energy and improving
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ous Commissioning and CC are registered trademarks of the
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hﬁ_ Typical Continuous
4 Commissioning Results

ed comfort

d maintenance costs
annual energy savings
three year simple paybacks

A\ugust 8-11, 2004 www.energy2004.ee.doe.gov

DDC Continuous Commissioning
Problems - Selected Examples

Calibration Issues
onfigurafion Errors
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>ter was out of calibration — actual
800 gpm

one failed sensorl!)
mp speed was 80% summer and

DP caused leakage of CW valves
essive use of reheat summer and winter
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Space Temperature Sensor
Out of Calibration

ITOr in temperafure sensors
AHU was cooling
ond unit was heating
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VAV Box Flow Sensor
Calibration

a modern DDC system), 70%
DOXES were miscalibrated on

ge medical research building
AV boxes were out of

ation, resulting in too high an air
N and unnecessary reneat
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Point Configuration Errors
Static Pressure Sensor Configuration

AHU-12 VFD Speed (%)
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Air Flow Meter
Configurations

Ouildings in different states, air flow
>ments were calculated as a linear
an square root function of velocity

ic pressure was used instead of
pressure for air flow calculations

pressures used directly for flow
g—DDC system subtracted return fan
general exhaust velocity pressure from
ply fan velocity pressure
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Fan Status Configuration

*'\QEIH

ere off, CW pump continued

4 hrs/day

valves were 100% open to fry
Jintain air flow temperature set

t (with no airl), so CW flow was
ch higher at night than in dayfime
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output when process variable is
he set point

2 Acting PID action decreases
ntrol output when the process
Jble is above the set point
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= Direct Acting Vs.

Reverse Acting

Examples
n was supposed to tfrack supply fan

d and slowing down when cfm

=d, but it was configured as reverse
ran nearly 100% speed for more

r years before CC

valve for kitchen make-up air was
Immed backwards. As the make-up
ot hotter the HW valve was commanded
open wider
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Hh Incorrect Set Points
= [ =4 and Inputs

pied temperature set-up of
>aused increased reheating of
arena during summmer
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2004 De-Icing System Set Poinf

J _._|I.-_|I _:" |IT-

system was programmed o
e for outside air conditions as

38°F OR relative humidity
> /8%
d have been AND)
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Design/Installation
Problems

eiable air-to-air heat exchanger

sor installed in mixed air chamber
ater DP sensor was a supply side
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with do not have adequate
on DDC systems. They can
change set points, make

e changes, and turn systems
They typically do not make
JmMming changes, understand
ration procedures, or have the
ls for many basic measurements.
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,.‘-..,2{1;'.!4 Possible Solutions/Recommendations

commissioning “ousiness as usual” and bring
issioning authority in during design phase

tinuous Commissioning process 3 to 4
prior to the end of the HVAC/DDC warranty
)y a thorough calibration/system

on, thus identifying failed components
arranty

ndors have replaced failed parts, begin

otimization process for energy savings and
fort improvements
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fions, and later, on the CC
ation

em the tools they need for
rement and calibration

hem understand implications of

ep commissioning “confinuous.”
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Possible Solutions/Recommendations
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